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SECTION 1 INTRODUCTION

This document defines the scope of work for the Design Build delivery of the Morro Bay WRF Project.  This 
document was created from the Performance Criteria Report, as modified to conform to the proposal scope.  
Section numbers have been maintained from the PCR.  This document includes the following scope definition 
attachments:

1. Proposal Drawings, including process schematic and Process and Instrumentation Drawings.
2. Anticipated EIR Mitigation Measures
3. Performance Guarantees

1.1 Background and Project Goals

Section not used.

1.2 Overview

The City of Morro Bay WRF will be designed to treat an annual average flow of 0.97 million gallons per day 
(MGD) of wastewater through full advanced treatment. The WRF will provide preliminary, secondary, 
tertiary, and advanced treatment, and will produce recycled water meeting indirect potable reuse (IPR) 
standards for a groundwater replenishment reuse project (GRRP) using subsurface application, as defined in 
California Code of Regulations (CCR) Title 22 recycled water requirements. The WRF will be located at the 
South Bay Boulevard (SBB) site. IPR recycled water will be conveyed to injection wells in the Morro Valley 
(conveyance by others). An effluent pipeline (by others) will convey advanced treatment waste streams, 
including brine, to the existing Morro Bay Cayucos Sanitary District (MBCSD) jointly-owned ocean outfall at 
the site of the existing wastewater treatment plant (WWTP).

A new lift station (by others) near the existing WWTP will convey raw wastewater through a force main (by 
others) to the WRF. The WRF, access road to the WRF, and all design and construction within the South Bay 
Boulevard (SBB) site and adjacent area north of Highway 1 right-of-way (ROW) are collectively referred to 
herein as the WRF Onsite Improvements Project (Project).
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Figure 1-1: South Bay Boulevard WRF Site 

The following table summarizes the current and anticipated WRF Project efforts and coordination of work. 
Additional details on the division of responsibilities are provided in the following Sections of this Report.

Work Effort Responsible Party Comments
Environmental Documents: CEQA plus Environmental Science 

Associates (ESA)
Draft EIR 

scheduled for 
March 2018; 
Certification 

anticipated in 
June 2018

WRF Lift Station and Offsite Pipeline 
Improvements Design

Waterworks Engineers 
(WWE)

Program Management Support, Design-
Build Owner’s Representative, and 
Construction 
Administration/Management

City and City’s 
Consultants

WRF Lift Station and Offsite Pipelines 
Construction

TBD (by others)

Injection Well Pilot Study, Design, and 
Construction

TBD (by others)

Land Use Permitting and Planning 
Agency Coordination

City and City’s 
Consultants

The WRF Onsite Improvements will consist of the following main components within the SBB site and 
adjacent access easement:


